






UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 
REGION 2, DECA-WCB 

20th Floor, 290 Broadway, New York, NY 10007 

COMPLIANCE EVALUATION INSPECTION REPORT 

Compliance Evaluation Inspection: Georgia-Pacific Gypsum 

Inspection Date: April 5, 2016 Inspection Time: 1:30PM- 4:15PM 

EPA Inspector: Cyndy S. Kopitsky, Environmental Scientist, USEPA Region 2, DECA, Water 

Compliance Branch (212) 637-3832 & Andrew Dinsmore, Stormwater Team Leader USEPA Region 3 

(215) 814-2788 

NJDEP Representative: Sandy Cowley (609) 439-9537 

On-Site Representative: Ellen Speace, Environmental Engineer, 856-963-6936 

Donnie Stein, Plant Manager-III, 856-963-6931 

Site Information: 
Georgia-Pacific Gypsum 
1101 South Front Street 

Camden, New Jersey 08103 

INTRODUCTION: 

On AprilS, 2016, the United States Environmental Protection Agency ("EPA") conducted a Compliance 
Evaluation Inspection ("CEI") at Georgia-Pacific Gypsum located at 1101 South Front Street, Camden, 
New Jersey (the "Site" or "Facility") to determine compliance with the Multi-Sector General Permit for 
Stormwater Discharges Associated with Industrial Activity (5G2). 

As identified in the permit, the Georgia-Pacific Gypsum facility manufactures gypsum plaster products 
from gypsum rock which is brought to the site by ship and truck. The gypsum rock is stored in a bulk 
storage pile on the west side of the site. The processes at this location include crushing the gypsum rock 
and forming it into dry stucco through cooking. Processing, handling, and storing the finished products 
are performed within an enclosed manufacturing building. The Georgia-Pacific Gypsum facility's 
stormwater system includes catch basins, manholes, underground pipes, a Vortechs unit, and two outfalls 
to the Delaware River. The V ortechs unit, located at the north outfall, is designed to remove sediments 
and debris from surface runoff with the use of a grit chamber and a flow control wall. 

This facility transports materials by rail located on site and onto trucks. Materials come in by ship from 
Nova Scotia or Spain. Fireproofing is the Georgia-Pacific Gypsum primary market. 
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There are 2 outfalls at this facility. One outfall is located on the south end of the facility and the second 
outfall is located on the north side of the facility. The north side outfall has a 21 inch cast iron pipe which 
is located on the neighboring property belonging to the South Jersey Port Corporation. 

INSPECTION PROCEDURE: 

Upon arrival at the Site, EPA inspectors presented credentials to Ms. Speace, the environmental engineer 
and Mr. Stein, the plant manager of Georgia-Pacific Gypsum. EPA conducted an opening conference with 
Ms. Speace and Mr. Stein, conducted a field inspection, and took photographs of any areas of concern at 
the Site and surrounding areas. Ms. Speace informed the EPA inspectors that a majority of the files were 
available as electronic files only. At that time, Ms. Speace set up on the file presentation in their meeting 
room. In order to facilitate the walkthrough inspection procedures, EPA inspectors informed Ms. Speace 
that any detailed information such as quarterly inspection reports available only from the databases, could 
be provided at a later date. 

FINDINGS & OBSERVATIONS: 

At the time of the inspection, Ms. Speace and Mr. Stein were onsite and informed EPA inspectors that: 
• This facility employs 37 people and operations occur 24 hours daily and 5 days weekly. 
• This facility has annual safety training for general staff and conducts a 3-4 day training for new 

hires. The training includes mostly stormwater and spill response issues. 
• There are 38 storm drains at this facility and storm discharge is monitored on a quarterly basis. 
• There is no truck cleaning or truck maintenance at this facility. 

During the walkthrough EPA observed 2 diesel fuel tanks, 3 8000 and 2500 gallons as seen in photos 
DSCN7073, DSCN7074. 

During the walkthrough EPA observed filter fabric in some of the catch basins as seen in photos 
DSCN7058, DSCN7060. 

During the walkthrough, EPA observed the 2 outfalls that discharge to the Delaware River. One was 
located at the southern end of the facility near the gypsum piles (DSNOOlA) and the other outfall located 
at the northern end on the property belonging to South Jersey Port Corporation (DSN002A) as seen in 
photos DSCN7064 and DSCN7069. 

AREAS OF CONCERN: 

Identified in the part C.l.ii of the 2009 Permit, good housekeeping procedures shall be implemented to 
help maintain a clean and orderly work place. For certain activities or areas, contact of source materials 
with stormwater may be prevented and/or minimized merely by using good housekeeping methods. One 
procedure that the facility can incorporate is to implement careful materials storage practices. As 
identified in part C.4.a. ofthe 2016 Permit, an additional the Best Management Practices (BMP's) 
includes the Gypsum Rock Bulk Storage Pile and that it should be bermed in such a manner as to 
eliminate stormwater run-through. At the time ofthe inspection, EPA observed a raw gypsum pile 
potentially exposed to stormwater as seen in photo DSCN7066 and DSCN7070. 



CLOSING: 

A closing conference was held with Ms. Speace explaining the findings of the inspection. Any additional 
questions were answered at that time. 

ATTACHMENTS: 

Photographs 
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Attachment 1- Photograph Log: Georgia-Pacific Gypsum, 1101 South Front Street, Camden New Jersey. 

Unedited photographs taken on April 5, 2016 by Cyndy S. Kopitsky, Physical Scientist, DECA-WCB, USEPA Region 

2 with EPA Olympus Stylus camera. 

DSCN7055 Map ofFacility 
DSCN7056 Map of Facility 
DSCN7057 Map ofFacility 
DSCN7058 Drain w/lnsert 
DSCN7059 Diesel Fuel Tank 
DSCN7060 Drain w /Insert 
DSCN7061 Gypsum Pile 
DSCN7062 Sampling location 
DSCN7063 Load/unload station 
DSCN7064 Outfall 
DSCN7065 Old outfall 
DSCN7066 Gypsum Pile 
DSCN7067 South Jersey Port Delivery Area 
DSCN7068 Sampling location 
DSCN7069 Outfall 
DSCN7070 Operations 
DSCN7071 Error 
DSCN7072 Warehouse 
DSCN7073 Fuel Tank 
DSCN7074 Fuel Tank 












